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11—-5—14 |REVISED PER PLAN COMMISSION COMMENTS

10—9-14 |REVISED PER CSM

6—15—15 [REVISED BUILDING FOOTPRINT

12—18-14 |REMISED PER MANHARD REVIEW
9-17-14 |REVISED PER CITY COMMENTS
8-13—-14 |REVISED PER CITY COMMENTS
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SHALL BE "H—20" LOAD RATED. THE TYPICAL PULL BOX SIZE WILL BE 17 X 30" X 28"

"QUAZITE” PG1730BA28 BOX WITH PG1730HHOO LID, OR APPROVED EQUAL. DEEPER
BOXES MAY BE REQUIRED WHEN THE CONDUIT ALIGNMENT IS AFFECTED BY OTHER
UTILITIES. THE PULL BOX SHALL BE INSTALLED PER THE MANUFACTURER'S SPECIFICATION
WITH A CONCRETE COLLAR AND A MINIMUM OF 8" OF GRAVEL COMPACTED PER
PROJECT SPECIFICATIONS.

3. SECURITY CAMERA CONDUIT FROM BUILDING AND BETWEEN PULL BOXES SHALL BE ONE
S.T.H. 138 (WISDOT JURISDICT, 3" DIAMETER CARLON TYPE "DB” DIRECT BURIAL TELEPHONE DUCT OR 3" SCHEDULE 40

1ON) PVC. INSTALL GALVANIZED PULL WIRE OR PURPLE PROPYLPOLYETHYLENE ROPE WITH A
MINIMUM PULLING TENSION OF 100 POUNDS. THE MINIMUM BURIAL DEPTH SHALL BE 24"
INSTALL AN ORANGE DETECTABLE HAZARD TAPE WITH INTEGRAL "BURIED CABLE”
WORDING, 12" ABOVE CONDUIT.

4, CONDUIT FOR SECURITY CAMERAS FROM THE PULL BOXES TO CAM LIGHT POLE TO
SHALL BE ONE 2" CONDUIT SHALL BE CARLON TYPE "DB” DIRECT BURIAL TELEPHONE

Luminair h | DUCT OR SCHEDULE 40 PVC. INSTALL GALVANIZED PULL WIRE OR PURPLE

u aire Schedule PROPYLPOLYETHYLENE ROPE WITH A MINIMUM PULLING TENSION OF 100 POUNDS. THE

Symbol Qty | Label Arrangement Description Arr. Watts | Arr. Lum. Lumens | BUG Rating MINIMUM BURIAL DEPTH SHALL BE 24”. INSTALL AN ORANGE DETECTABLE HAZARD TAPE
WITH INTEGRAL "BURIED CABLE” WORDING, 12" ABOVE CONDUIT. THE 2" LP CAMERA

PROPOSED WAL-MART SUPERCENTER NO. 1176-06
CITY OF STOUGHTON, DANE COUNTY, WISCONSIN
SITE LIGHTING PLAN

E& 15 | T1-5M-12-28-1877 | 3 @ 90 DEGREES | 3-ARE-EDG-5M-DA-12-D-UH-BK-525-57K 22ft pole on 3ft base 606 49935 B4-U0-G3 CONDUIT SHALL BE SEPARATED FROM THE 48OVAG LIGHT FIXTURE POWER BY A DIMIDER

5. EXISTING UTILITIES SHALL BE VERIFIED IN FIELD PRIOR TO INSTALLATION OF ANY NEW

3 S-4MB-14-28-1956 | SINGLE 1-ARE-EDG-4MB-DA-14-D-UH-BK-525-57K 22ft pole on 3ft base 233 13842 B1-U0-G3 LINES.
6. THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION

OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS BASED ON RECORDS OF THE
2 S-2SP-08-28-1941 SINGLE 1-ARE-EDG-2SP-DA-08-D-UH-BK-525-57K 22ft pole on 3ft base 133 10025 B2-U0-G2 VARIOUS UTILITY COMPANIES, AND WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE
FIELD. THE INFORMATION IS NOT TO BE RELIED ON AS BEING EXACT OR COMPLETE. THE

CONTRACTOR MUST CALL THE APPROPRIATE UTILITY COMPANIES AT LEAST 72 HOURS

2 S-2SB-08-28-1907 SINGLE 1-ARE-EDG-2SB-DA-08-D-UH-BK-525-57K 22ft pole on 3ft base 133 8653 B1-U1-G1 BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATION OF UTILITIES. IT SHALL
BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING UTILITIES

WHICH CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THE PLANS.

2 S-25-08-28-1909 SINGLE 1-ARE-EDG-2S-DA-08-D-UH-BK-525-57K 22ft pole on 3ft base 133 11262 B3-U0-G3 7. LINES UNDERGROUND SHALL BE INSTALLED, INSPECTED AND APPROVED BEFORE
BACKFILLING.
X< | 3 |D1-55-12-28-1957 | BACK-BACK 2-ARE-EDG-5S-DA-12-D-UH-BK-525-57K 22ft pole on 3ft base 404 36988 B4-U0-G2 B T s Do SEMENTS SHALL HAVE A MINIMUM 28 DAY COMPRESSION
9. CAM INDICATES LOSS PREVENTION POLE MOUNTED SECURITY CAMERA (SUPPLIED BY
WAL—MART).

PROJ. MGR.: TR

PROJ. Assoc.:_RJS

prawnsy: _MH
DATE: 5—-29-14
SCALE: 1°=60’

SHEET

3239

WALSTWI 130435

X | X | X | X

© 2012 MANHARD CONSULTING, LTD. ALL RIGHTS RESERVED

X—X 2 D1-5M-12-28-1902 | BACK-BACK 2-ARE-EDG-5M-DA-12-D-UH-BK-525-57K 15ft pole on 3ft base 404 31646 B3-U0-G3




